
Inspection Report

Report Date 3/12/2010

Company Salt Lake Thermal 
Imaging

Customer

Address eric@saltlakethermal.
com

Site Address

Thermographer Eric Olsen 801-915-7734 Contact Person Adam and Carla Sandbek

Image and Object Parameters Text Comments

Z-CameraCamera Model

3/4/2010 6:52:49 PMImage Date

1i.jpgImage Name

0.80Emissivity

68.0 °FReflected apparent 
temperature

6.0 ftObject Distance

Properly insulated entry room.

Description

1  (15)



Inspection Report

Report Date 3/12/2010

Company Salt Lake Thermal 
Imaging

Customer

Address eric@saltlakethermal.
com

Site Address

Thermographer Eric Olsen 801-915-7734 Contact Person Adam and Carla Sandbek

Image and Object Parameters Text Comments

Z-CameraCamera Model

3/4/2010 6:53:00 PMImage Date

2i.jpgImage Name

0.80Emissivity

68.0 °FReflected apparent 
temperature

8.6 ftObject Distance

Properly insulated entry room - front door - suggest inspection of door seal.

Description
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